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LTW UNIT HEATERS

SEQUENCE OF OPERATIONS

Line voltage terperature switch, TS-1 will cycle wait heater
fan to maintain a space setpoint of 65 F.(adjustable)
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FIELD MATERIAL
DEVICE TAG QTY CODE NUMBER DESCRIPTION
ATION) REDUCING
THERMOSTAT

N-1 1 A-4000-141 FILTER ST
T5-1 27 T26A-14C LINE VOLTAGE

ANY MATERIAL VITH A (P) PRECEEDING THE DEVICE TAG IS CONSIDERED
PROPRIETARY EQUIPMENT AND IS BEING SUPPLIED BY JOHNSON CONTROLS, INC.
ALL OTHER MATERIAL IS NON-PROPRIETARY EQUIPMENT.
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